= one foot

three inches

one foot

one and one half inches

one foot

one inch

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

one foot

one eighth inch

16

I

& > 2" FD 'C
P—711
R—420 NG % TUBING
TO AAP
MAINTENANCE W e —————— 34"
VALVES (TYP.) 27N\ 1% A
N —— MAINTENANCE VA \ 0
X /  VALVES (TYP.) i \ A
. |X .
1 1]x % 1

SEE DETAIL "A" )”
DWG, 1=P2

’——”——\|—J\\o>o—|-.

-

s

) EXISTING HOT AND

COLD WATER RISERS

a (

N
| D g 1
L J A 7 )

—NEW RUNOUTS AND VALVES

REMOVE

TO ACCOMMODATE NEW
FIXTURES WHEN/WHERE
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%" CW MAKE—-UP FOR STEAM

HUMIDIFIER.! PROVIDE VALVE
AND BACKFLOW| PREVENTER
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__ FIRE SPRINKLER ZONE 1

THESE EXISTING HOT AND COLD WATER RISERS ARE FED
FROM THE TOP FLOORS. MAKE REQUIRED OFFSET IN THE 7TH FLOOR
CEILING AND THE 6TH FLOOR CEILING TO KEEP THE RISERS INTACT.

EXISTING SOIL/WASTE STACK
EXISTING HOT AND COLD WATER RISERS

CONNECT TO PATIENT HEADWALL. ROUGH—IN IN ACCORDANCE WITH
MANUF. SHOP DWGS.

CONNECT TO EX. M.SP H AND CW FOR 1/2” H & C.W. FOR P528(1)
AND FOR 1/2” VALVED C.W. FOR ICE MACHINE
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EX 2" SPRINKLER
DRAIN RISER
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EX FIRE STANDPIPE

EX 2" ZONE VALVE AND
TEST ASSEMBLY FOR ZONE 1
104.5 PSI STATIC PRESSURE

SEE DEMO NOTE 12 ON
DWG [1—P3. ADD 2" F.D.
TO PIPING MODIFICATION
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INSTALL NEW P-502 MOP SINK.
CONNECT TO UTILITIES IN TOILET

RM 8W20 WITH A 3" W, 1 )"V,
%" CW. & %" HMW.
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PARTIAL 8TH FLOOR NEW WORK PLAN

2

SCALE: 1/8"=1"-0"

SPRINKLER PIPING
ELECTRICAL CONDUIT

[ PLUMBING VENT AND SUPPLY PIPING |

HVAC PIPING | HVAC

HVAC |

PLUMBING WASTE/ROOF DRAINAGE
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CEILING SYSTEM
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. . . . Drawing Title Project Title Project Number .
KEY PLAN: STAMP: CONSULTANTS: ARCHITECT/ENGINEERS: PLUMBING AND FIRE PROTECTION RENOVATE INPATIENT R636A8-10-001| _ Office of
7TH FLOOR 7E - NEW WORK PLAN MEDICAL/SU RGICAL WARD | &iging Number Construction
@ ’ B O . 11000 West Park Place + Milwaukee W153224 + Tel 414 359-3060 4 Fax 414 359-3070 1 and Facilities
N Llunkersr : : : Approved: Project Director Location Drawing Number
% NIKA Technologies, Inc. 11400 Rockville Pike, Ste 505 ‘ﬁ%g/i,ﬁ ntelllgent DeSIQnS nsp|red Results lowa City VA Medical Center Management
7E % Engineering and Management N. Bethesda, MD 20852 -/'6’ i Date Checked Drawn 1 'P3
Consultants p: 301.770.3520 f: 301.770.3521 Department o_f
Revisions: Date www.nikatechnologies.com 07/07/2009 JN GO Dwg. 36 of 44 Veterans Affairs
VA FORM 08-6231
1 2 3 5 6 7 8 9 |



abreitlow
Text Box
44

abreitlow
Text Box
07/07/2009


